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Save these instructions.  This document is the property of the owner of this equipment and is 
required for future maintenance.  Leave this document with the owner when installation or 
service is complete.   

 

 
 

RECEIVING AND INSPECTION 
Upon receiving unit, check for any interior and exterior damage, and if found, report it 
immediately to the carrier.  Also check that all accessory items are accounted for and are 

damage free.   

WARNING!! 

Installation of this unit should only be performed by a qualified professional who has read and 
understands these instructions and is familiar with proper safety precautions. Read this 

manual thoroughly before installing or servicing this equipment.   



  2 

TABLE OF CONTENTS 

WARRANTY .................................................................................................................................................. 3 
LISTINGS ...................................................................................................................................................... 4 
INSTALLATION ............................................................................................................................................. 4 

Site Preparation ........................................................................................................................................ 4 
Clearance Reduction Methods ................................................................................................................. 5 
Installation of a Single Hood ..................................................................................................................... 6 

Basic Hanging Angle ............................................................................................................................ 8 
Full Length Hanging Angle ................................................................................................................... 8 
Corner Hanging Angle .......................................................................................................................... 9 
PSP Hanging Angle .............................................................................................................................. 9 
Side View of Typical Hood ................................................................................................................. 10 

End-to-End Hoods .................................................................................................................................. 10 
Hanging Detail for Multiple Hood Models Hung End-to-End (Hemmed Ends) .................................. 11 
Hanging Detail for Multiple Hood Models Hung End-to-End (Flanged Ends) .................................... 11 
Hood Connection Detail for Multiple Hood Models (Hemmed Ends with Trim Strip) ......................... 12 
Hood Connection Detail for Multiple Hood Models (Flanged Ends w/out Trim Strip) ........................ 12 

Back-to-Back Hoods ............................................................................................................................... 13 
Hanging Detail for Hoods Hung Back-to-Back ................................................................................... 13 

Guidelines for Ductwork Installation ....................................................................................................... 14 
Installation of Hood Accessories............................................................................................................. 15 

Back Return Installation ..................................................................................................................... 15 
Bolt-Together Standoff Installation ..................................................................................................... 17 
Back and Side PSP (Perforated Supply Plenum) Installation ............................................................ 18 
AC-PSP Installation ............................................................................................................................ 19 
Wrapper (Enclosure Panel) Installation .............................................................................................. 21 
End-panel Installation ......................................................................................................................... 25 
Quarter End panel Installation ............................................................................................................ 26 
Insulated End panel Installation ......................................................................................................... 27 
Backsplash Installation ....................................................................................................................... 28 

OPERATION ............................................................................................................................................... 30 
Performance Evaluation ......................................................................................................................... 30 

Guidelines before Beginning .............................................................................................................. 30 
External Factors which may affect Hood Performance ...................................................................... 31 
Using a Shortridge Instrument ............................................................................................................ 31 
Calculating Make-up Air CFM with a Shortridge Instrument and Spreadsheet ................................. 32 
Calculating Make-up Air CFM without a Shortridge Instrument ......................................................... 32 
Calculating Exhaust Air CFM with a Shortridge Instrument and Spreadsheet .................................. 32 
Calculating Exhaust CFM without a Shortridge Instrument................................................................ 32 
Adjustments ........................................................................................................................................ 33 
Conclusion .......................................................................................................................................... 33 
Complete Equipment List for Performance Evaluations..................................................................... 33 

Troubleshooting ...................................................................................................................................... 34 
Troubleshooting Chart ........................................................................................................................ 34 

MAINTENANCE .......................................................................................................................................... 35 
General Maintenance ............................................................................................................................. 35 
Daily Maintenance .................................................................................................................................. 35 
Quarterly Maintenance ........................................................................................................................... 35 
Start-Up and Maintenance Documentation ............................................................................................ 36 

Job Information ................................................................................................................................... 36 
Hood Information ................................................................................................................................ 36 
Maintenance Record .......................................................................................................................... 36 
Factory Service Department ............................................................................................................... 36 

 



  3 

WARRANTY 
This equipment is warranted to be free from defects in materials and workmanship, under normal use and 
service, for a period of 12 months from date of shipment. This warranty shall not apply if:  

1. The equipment is not installed by a qualified installer per the MANUFACTURERôS installation 
instructions shipped with the product, 

2. The equipment is not installed in accordance with federal, state and local codes and regulations, 
3. The equipment is misused or neglected, 
4. The equipment is not operated within its published capacity, 
5. The invoice is not paid within the terms of the sales agreement. 

The MANUFACTURER shall not be liable for incidental and consequential losses and damages 
potentially attributable to malfunctioning equipment. Should any part of the equipment prove to be 
defective in material or workmanship within the 12-month warranty period, upon examination by the 
MANUFACTURER, such part will be repaired or replaced by MANUFACTURER at no charge. The 
BUYER shall pay all labor costs incurred in connection with such repair or replacement. Equipment shall 
not be returned without MANUFACTURERôS prior authorization and all returned equipment shall be 
shipped by the BUYER, freight prepaid to a destination determined by the MANUFACTURER. 
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LISTINGS 
This hood is ETL-listed to standard UL710 when installed in accordance with these installation 
instructions and National Fire Protection Association Standard ñNFPA 96, Standard for Ventilation Control 
and Fire Protection of Commercial Cooking Operations.ò 

 

INSTALLATION 
It is imperative that this unit is installed and operated with the designed airflow, filters and construction in 
accordance with this manual.  If there are any questions about any items, please call the service 
department at 1-866-784-6900 for warranty and technical support issues. 

 
WARNING: IMPROPER INSTALLATION, ADJUSTMENT, ALTERATION, SERVICE 
OR MAINTAINANCE CAN CAUSE PROPERTY DAMAGE, INJURY OR DEATH.  
READ THE INSTALLATION, OPERATION AND MAINTENANCE INSTRUCTIONS 
THOROUGHLY BEFORE INSTALLING OR SERVICING THIS EQUIPMENT. 

Site Preparation 

1. Provide clearance around installation site to safely rig and lift equipment into its final position.  
Consider general service and installation space when locating unit.   

2. Locate unit close to the space it will serve to reduce long, twisted duct runs. 
3. Thoroughly review the plans and specifications of the project.   
4. Determine the exact location in which the cooking hood will be installed and verify that there are 

no interferences which will prevent proper installation. 
5. Verify that all overhead beams and angles are structurally strong enough to support the weight of 

the hood and hanging system.  It is often necessary to strengthen existing structural beams, as 
they are not designed to carry the weight of a stainless steel hood.  Refer to the project submittal 
drawing for hood weight(s).  It may also be necessary to create a support structure suspended 
from the ceiling joists to better align with the desired hood location. 

6. Determine if adequate room is available to install the hood and all ductwork with proper 
clearances from combustible material.  IMC, NFPA96 and local authorities having jurisdiction call 
for a minimum clearance (typically 18 inches for type 1, grease rated hoods) between the cooking 
hood(s), exhaust ducts, and building materials which are combustible.  However, IMC and 
NFPA96 outline acceptable clearance reduction methods; most authorities accept the 
clearance reduction methods approved in the manufacturerôs ETL listing for Type 1, 
grease rated hoods. See Figure 1.  It is important to check with the local authority having 
jurisdiction to determine that the installation method is satisfactory to meet their requirements 
prior to installing the equipment. 

FOLLOW SMACNA GUIDES AND RECOMMENDATIONS FOR THE HANGING AND 

INSTALLATION OF HOODS. 
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Clearance Reduction Methods 

¶ 
¶ 

¶ 

¶ 

The hood may be installed with a 0 inch clearance to combustible materials per ETL if constructed in one of the following methods:

Clearance reduction methods have been evaluated and tested and are certified by ETL.  The method of test was derived from UL 710 with 

temperature criteria taken from appropriate standards.

The hood may be installed with a 3 inch clearance to limited combustible materials per NFPA96 if constructed in one of the following methods:

¶ 3 inch factory installed rear un-insulated standoff.

¶ 3 inch factory installed top wrapper or enclosure panel system.

¶ 3 inch factory installed end standoff

¶ 1 inch thick min. layer of insulation of type Owens Corning Type 475 or Johns Manville Type 475 or listed kitchen exhast duct insulation.

¶ 1 inch thick min. insulated backsplash.  Insulation of type listed above.

¶ Back Return (BR) supply plenum with 1 inch thick min. insulation of type listed above.

To comply with the ETL certification, the cooking appliance must be located:

¶ At least 6 inches from the rear wall.

¶ At least 24 inches below the bottom edge of the hood.

¶ Cooking surface must not exceed temperatures above 700°F.

Clearance Reduction Methods:

Back & Front Clearance Reduction Options 

End Clearance Reduction Options

Top Clearance Reduction Options

 

Figure 1 
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Installation of a Single Hood (Wall or Island) 
 
The following is a step-by-step procedure for installation of the ventilation hood. 
 

1. Uncrate the hood, being very careful not to dent or scratch the outer surface.  NOTE: Report any 
damage to the delivering freight carrier and file a claim if appropriate.   Refer to the 
installation drawing for typical details of the ventilation system prior to hanging the hood.   Check 
the nameplate on the equipment to make certain it meets the specifications provided by the 
architect and/or engineer. If discrepancies exist, notify the manufacturer immediately.   
 
The nameplate will also give information regarding the following: 

¶ Clearance from cooking surface to front lower edge of the hood 

¶ Minimum exhaust air flow 

¶ Maximum supply air flow (if applicable) 

¶ Minimum front overhang from cooking surface 

¶ Minimum side overhang from cooking surface 

¶ Maximum cooking surface temperature 

¶ Replacing fusible links for exhaust and supply damper (if applicable) 

¶ Replacing filters 
 

2. Determine the height at which the hood will be hung:   
 
Canopy hoods are typically hung so that the front lower edge of the hood is within 6'6" - 7'0" 
AFF.  However, the hood should be hung so that the proper clearance from the cooking surface 
to the front lower edge of the hood is maintained.  See nameplate for clearance from cooking 
surface to front lower edge of hood.  Exact hood hanging height should be verified with local 
authorities having jurisdiction.  
 
Note:  If there are wrappers (enclosure panels) with the order, measure down from the ceiling the 
height of the wrappers.  That will be the top hanging height of the hood as long as the following 
criteria are met: 

¶ The front lower edge of the hood is within 6ô6ò to 7ô0ò AFF,  

¶ The front lower edge of the hood is within the clearance requirement from the 
cooking surfaces, and  

¶ The top of the hood is at least 3ò away from the ceiling.   

If the hanging height based on wrappers does not fall in this range, contact your local office. 
 

Backshelf hoods are typically hung at the maximum height allowed from the cooking surfaces.  
See nameplate for clearance from cooking surface to front lower edge of hood.  Exact hood 
hanging should be verified with local authorities having jurisdiction.  

 
Note:  If there are wrappers with the order, measure down from the ceiling the height of the 
wrappers.  That will be the top hanging height of the hood as long as the front lower edge of the 
hood is within the clearance requirement from the cooking surfaces.  If the hanging height based 
on wrappers does not fall in this range, contact your local office. 

 
3. If the hood has a back return, install it now.  See the Installation of Hood Accessories section.  
4. If the hood has a bolt-together standoff, install it now.  See the Installation of Hood Accessories 

section.   
5. If the hood has duct thermostats, install them now per the thermostat installation drawing. 
6. Position hood on the floor in its approximate final position with the supply and exhaust risers on 

the hood located directly beneath the corresponding openings in the roof, if possible.  It is 
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advisable to finalize the location using a plumb-bob or laser.  Protect the hood when it is on the 
jacks to avoid dents, scratches, and other damage to the hood.  

7. Proceed to weld exhaust duct to hood while on the floor, if possible.   
8. Use 1/2ò threaded rod to hang hoods.  Drill 9/16ò holes in the structural support system or use 

Unistrut® to line up with the welded-on angle mounting brackets on the hood. There are several 
types of mounting brackets depending upon the hood type; each, however, has a predrilled hole.  
See Figure 2 for detailf. The structural integrity of the structural support system is the 
responsibility of the contractor and the structural engineer.  There are also center hanging 
angles on hoods 12 feet in length and longer.  Some backshelf hoods do not have hanging 
angles and must be anchored to back wall using the standing flange provided.  Structural lagbolts 
must be used every 12 inches on center maximum and must be secured to studs behind wall. 

9. The spacing on the hole for the modified support should line up with the mounting bracket on top 
of the hood.  The top hanger should be 1/2ò closer to the back wall than the mounting bracket on 
the hood to pull the hood against the wall. See Figure 3.  Some hoods are designed for island 
installations where a wall is not present. 

10. With the hood well protected against possible scratching, raise the hood into position using high 
lifts or equipment jacks at each end to keep the hood level.  When the hood is elevated to the 
proper height, install 1/2ò threaded rod between each mounting bracket on the hood and the 
modified support.  Secure rods with heavy duty nuts and appropriately sized fender washers 
above and below the hanging angle. 

11. Make final adjustments as needed to ensure the hood is hung level.  Maintain tension on all rods 
to ensure the hood weight is evenly distributed.  If it is necessary to stand or work on top of the 
hood, use pieces of plywood to evenly distribute weight on the hood so no damage occurs.  

12. Brace hood to ceiling joists and wall(s), as applicable, so that the hood does not move.  Secure 
hood to wall in a manner acceptable to the authority having jurisdiction.  

13. If the hood has Back and/or Side Perforated Supply Plenums (i.e. PSPs), install them now.  See 
the Installation of Hood Accessories section. 

14. If an AC-PSP is to be installed with the hood, install it now.  See the Installation of Hood 
Accessories section. 

15. Install the exhaust ductwork.  The entire exhaust duct system must be continuously welded, liquid 
tight unless it is Listed Factory Built Grease Duct.  The duct must be welded to the hood exhaust 
collar and the roof curb cap must be welded to the exhaust duct.  See Guidelines for Ductwork 
Installation - By Others.   

16. Install the supply ductwork.  See Guidelines for Ductwork Installation ï By Others. 
17. If the hood is equipped with a control unit, an installation wiring diagram will be provided inside of 

the control unit.  The jobsite electrician is responsible for making the appropriate field 
connections.  This includes all lights and duct/hood mounted thermostats. 

18. If the hood is equipped with a factory prepiped fire suppression system, a certified fire system 
installer is responsible for completing the field hookup, testing, and certifying the system in 
accordance with the manufacturerôs specifications and the local fire codes.  If the hood is not 
prepiped, a certified fire system installer is responsible for installing, testing and certifying the 
system in accordance with the manufacturerôs specifications and the local fire codes. 

19. If the hood is equipped with wrappers (enclosure panels), end panels, and/or backsplash panels, 
install them now.  See the Installation of Hood Accessories section. 

20. Caulk the lower edge of the hood where it meets the wall.  This does not apply to hoods installed 
in island configurations.  

21. Install light bulbs, light globes, and grease filters in the hood. 
22. Install grease cups in the brackets/slots provided. 
23. Use a stainless steel polish to clean the hood of dust or dirt acquired in transit. 
24. It is recommended that the protective plastic sheeting remain on the installed hood until 

construction is complete, so as to avoid any damage to the equipment. 
 

WARNING: NEVER PUNCTURE THE HOOD GREASE CONTAINMENT AREA TO 
HANG HOOD OR TO HANG ITEMS FROM HOOD.  PUNCTURING THE GREASE 
CONTAINMENT AREA WILL VOID WARRANTY AND LISTING ON HOOD. 
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Basic Hanging Angle 

 
Figure 2A 

 

Full Length Hanging Angle 

 
Figure 2B 
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Corner Hanging Angle 

 
Figure 2C 

 
 
 
 

PSP Hanging Angle 

 
Figure 2D 
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Side View of Typical Hood 

 
Figure 3 

End-to-End Hoods 
 
The following is a step-by-step procedure for installation of end-to-end ventilation hoods. Refer to 
Figures 4 and 5. 
 

1. Follow steps 1 through 10 of the Installation of a Single Hood section for each hood. 
2. Adjust tension on hanging rods to position hoods so they fit flush with each other as shown in 

Figure 4.   
3. Bolt the top of the hoods together. See Figure 5. 
4. Once all of the hoods are hung, follow steps 11 through 19 of the Installation of a Single Hood 

section. 
5. NOTE: Hoods having more than a 1/8ò gap between them must be repositioned so that gap 
between hoods is <= 1/8ò.  Run a bead >=1/8ò of silicone sealant along the lower horizontal seam 
of the two hoods.  Slip the U-channel trim, if applicable, over the seam as shown in Figure 4. 
Tape can be used to hold the U-channel in place until the silicone cures.  U-channel is not 
required on hoods with Flanged ends.   

6. Run a bead of the same silicone sealant along the front vertical seam between the two hoods.  
Slip the T-strip trim between the hoods if applicable. See Figure 5.  T Strip is not required on 
hoods with flanged ends and fully welded, ground, and polished corners. 
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7. Proceed with steps 20 through 23 of the Installation of a Single Hood section. 

Hanging Detail for Multiple Hood Models Hung End-to-End (Hemmed Ends) 

 

 
Figure 4A 

 
 

Hanging Detail for Multiple Hood Models Hung End-to-End (Flanged Ends) 

 

 
Figure 4B 

 
 
 
 
 
 
 
 
 
 
 
 
 



  12 

Hood Connection Detail for Multiple Hood Models (Hemmed Ends with Trim Strip) 

 

 
Figure 5A 

Hood Connection Detail for Multiple Hood Models (Flanged Ends w/out Trim Strip)  

 
Figure 5B 
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Back-to-Back Hoods 

 
The following is a step-by-step procedure for installation of back-to-back ventilation hoods. Refer to 
Figures 5 and 6. 
 

1. Follow steps 1 through 10 of the Installation of a Single Hood section for each hood. 
2. Adjust tension on hanging rods to position hoods so they fit flush with each other as shown in 

Figure 6. 
3. Bolt the top of the hoods together by sliding a threaded rod through the connection bracket slots 

and fastening it into position by using heavy duty nuts and washers. See Figure 5. 
4. Once all of the hoods are hung, follow steps 11 through 19 of the Installation of a Single Hood 

section. 
5. Run a bead >=1/8ò of silicone sealant on the lower horizontal seam between the two hoods.  Slip 

the U-channel over the seam as shown in Figure 6.  Tape can be used to hold the U-channel in 
place until the silicone cures.   

6. Run a bead of the same silicone sealant along the side vertical seam between the two hoods.  
Slip the T-strip trim between the hoods. See Figure 5.  T Strip is not required on hoods with 
flanged ends and fully welded, ground, and polished corners.  

7. Proceed with steps 20 through 23 of the Installation of a Single Hood section. 
 

Hanging Detail for Hoods Hung Back-to-Back 

 

 
Figure 6 
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Guidelines for Ductwork Installation 
Ductwork is furnished by supplier only if specified by the customer.  The following information is provided 
as a guideline only.  Ductwork should be installed in accordance with the local codes and restrictions.  It 
is the responsibility of the installer to check local codes prior to installing the ductwork. 
 

1. All ductwork must be installed in the most direct manner possible. 
2. Exhaust duct must be made of 16 gauge carbon steel, 18 gauge stainless steel or must be listed 
for use with commercial kitchen hoods and follow the manufacturerôs listing. 

3. Per NFPA 96, all exhaust duct seams and joints must have a continuous liquid tight external 
weld; exception would be Listed Factory Built Grease Duct. 

4. Exhaust risers on the hood have been sized to achieve a velocity of 500-2200 FPM, per NFPA 
96, based upon the CFM required for the hood.  Maintain the area of each riser when connecting 
duct offsets or transitions. 

5. Branches should enter at gradual expansions and at a preferred angle of 30 degrees or 45 
degrees if necessary.   

6. When a ñpantleg ductò is required to bring two ducts into one exhaust fan, observe the following in 
order to obtain desired performance: 

a. Use ONLY radius back and radius throat elbows. 2 to 2.5 diameter center line radius is 
recommended. 

b. Maintain the distance between the center lines of exhaust ducts at a maximum of 12ô 
apart. 

c. The main duct going to the exhaust fan must be the sum of the area of the separate legs. 
7. Supply air risers are sized around a maximum of 600 FPM.  Maintain this area when installing 

ducts. 
8. Do not use ñflexibleò type duct for supply duct.  Only rigid type duct installed in accordance with 

SMACNA Low Pressure requirements will be acceptable. 
9. Access Doors should be provided at the sides or at the top of the duct, as well as changes of 

direction. Please refer to your AHJ if questions on requirements for horizontal and vertical duct 
run.  

10. IMPORTANT:  When a fusible link is installed in the make-up air damper at the hood collar, an 
access door must be cut into the supply duct by the installer. 

11. Duct sensor may ship loose on hoods with field cut risers.  When double wall duct or ductwork 
with a diameter smaller than 10ò is used, loose duct sensors should be installed in the top of the 
plenum near the riser in the path of the exhaust airflow. 
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Installation of Hood Accessories 

Back Return Installation 

 
1. Locate the assembly and unpack the product from the crate, being very careful not to dent or 

scratch the outer surface.  NOTE: Report any damage to the delivering freight carrier and file 
a claim if appropriate. 

2. If the supply risers are to be field cut, cut the risers in as desired.  NOTE:  For factory cut 
supply risers, the manufacturer installs a 2ò vertical flange around the opening.  This flange 
is intended to slip inside a supply boot that is provided by the installer. 

3. Locate the wall and ceiling joists which will support the assembly. 
4. Use 1/2ò threaded rod to hang the back return.  Install the threaded rod and angle or UnistrutÈ 
that will be used to hang the assembly from the ceiling joists.  Drill 9/16ò holes as needed in the 
angle for the threaded rod.  Be sure to line up with the welded-on angle mounting brackets on the 
back return. 

5. The back return is typically hung so its top edge is the same height as the top edge of the hood. 
See Figure 7.  Refer to Step 2 in the Installation of a Single Hood instructions to determine the 
hood and back return hanging heights. 

6. Slowly raise the back return until hanging rods can be attached to the hanging angles. It is 
advisable to do this before the back return reaches its final height.  NOTE: Please use caution 
as weight is not proportionally dispersed.  Install the threaded rod into the back return 
hanging angles and use heavy duty nuts to secure the connection. 

7. Make sure the back return is level.  Secure to wall in a manner acceptable to the AHJ. 
8. If there are multiple back return sections, install the remaining sections now.  Use caulk and the 

T-strip trim between adjacent back return sections. See Figure 8. 
9. Peel the protective plastic coating on the back return down below where the bottom edge of the 

hood will rest against it, so it does not remain behind the hood. 
10. Caulk the seams between the wall and the back return assembly after the hood and all other 

accessories have been installed.   
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Section View of Typical Hood with Back Return 

  
Figure 7 

 

Back Return ï Multiple Sections 

 

 
Figure 8 
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Bolt-Together Standoff Installation 

 
1. Unpack the standoff panels from the shipping container, being very careful not to dent or scratch 

the panels.  NOTE: Report any damage to the delivering freight carrier and file a claim if 
appropriate. 

2. Mount the end caps for the back standoff to the hood securely with self-tapping sheet metal 
screws. Clamp the back standoff and the hood together before screwing so they do not shift. See 
Figure 9. 

3. Place the back standoff filler piece into place flush with the rear bottom edge of the hood and 
secure with self-tapping sheet metal screws. 

4. Continue with hood installation instructions.  
5. After the hood installation is complete, secure the bolt-together standoff to the wall or other hoods 

as applicable in a manner acceptable to the authority having jurisdiction. 
 
 

Bolt Together Standoff Installation 

 
 

 
 

 
 

 
Figure 9 

 
 

 

Mount the end caps for the back standoff to 

the hood using self-tapping sheet metal 

screws provided.  Screw through the end cap 
flanges into the flanges on the hood. 

 

Place the back standoff horizontal filler 

piece into place.  Mount the filler piece 
using self-tapping sheet metal screws 

provided.  Screw through the filler piece 

flanges into the studs on the back side of the 
hood.  Do not penetrate into the capture 

area.  Once complete, no screws should be 

visible from the outside of the hood. 
 

Attach the back standoffs to the wall using 

screws appropriate for the wall.  Screw 

through the flanges of the standoff into the 

wall.  If standoff mounts against another 

hood, use the procedure from steps 1 and 2 
for the second hood. 
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Back and Side PSP (Perforated Supply Plenum) Installation 

 
1. Locate the assembly and unpack it from the crate, being very careful not to dent or scratch the 

outer surface.  NOTE: Report any damage to the delivering freight carrier and file a claim if 
appropriate. 

2. Upon completion of the hood install, install the back PSP first. Then if applicable, install the side 
PSPs.   

3. If the supply risers are to be field cut, cut the risers in as desired. 
4. Locate the ceiling joists which will support the assembly. If using Unistrut®, then securely attach 

to the ceiling joist. 
5. Use 1/2ò threaded rod to hang the PSP.  Install the threaded rod and angle that will be used to 
hang the assembly from the ceiling joists.  Drill 9/16ò holes in the angle if not using Unistrut®.  Be 
sure to line up with the angle mounting brackets on the PSP. 

6. Peel the protective plastic coating on the hood down below where the bottom edge of the PSP 
will rest against the hood, so it does not remain behind the PSP. 

7. Move the PSP into position as indicated by the project submittal drawings; lining up the top edge 
of the PSP with the top edge of the hood.  Remove the protective coating from the back of the 
PSP. See Figure 10. 

8. Install the threaded rod into the PSP hanging angles and use heavy duty nuts to secure the 
connection.  Adjust tension on hanging rods to position PSP so it fits flush with the hood. NOTE: 
Do not apply too much tension; otherwise, a gap between the PSP and Hood will be 
created at the bottom. 

9. Install additional PSPs, if applicable, in the same manner. 
10. Where applicable, use sheet metal screws to secure the PSP attaching bracket on top of side 

PSPs to front PSP. See Figure 11. 
11. Caulk the seams between the hood(s) and each PSP assembly, as well as between adjacent 

PSP assemblies (if applicable) after the hood(s) and hood accessories have been installed.  An 
isometric view of the hood assembly for a model PSPFBSS is shown in Figure 12. 

 
 

PSP Installation on Model PSPFSS  

 

 
Figure 10 
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Attachment of Side PSP  

 

 
Figure 11 

 
 

PSP with a FBSS Configuration  

 

 
Figure 12 

AC-PSP Installation 

 
1. Locate the assembly and unpack it from the crate, being very careful not to dent or scratch the 

outer surface.  NOTE: Report any damage to the delivering freight carrier and file a claim if 
appropriate. 

2. If the supply risers are to be field cut, cut the risers in as desired. 
3. Locate the ceiling joists which will support the assembly. If using Unistrut®, then securely attach 

to the ceiling joist.  



  20 

4. Use 1/2ò threaded rod to hang the AC-PSP.  Install the threaded rod and angle that will be used 
to hang the assembly from the ceiling joists.  Drill 9/16ò holes as needed in the angle for the 
threaded rod.  Be sure to line up with the welded-on angle mounting brackets on the AC-PSP. 

5. Peel the protective plastic coating on the hood down below where the bottom edge of the AC-
PSP will rest against the hood so it does not remain behind the AC-PSP. 

6. Move the AC-PSP into position as indicated by the project submittal drawings; lining up the top 
edge of the AC-PSP with the top edge of the hood. Remove the protective plastic coating from 
the back of the AC-PSP. See Figure 13a and 13b. 

7. Install the threaded rod into the AC-PSP hanging angles and use heavy-duty nuts to secure the 
connection.  Adjust tension on hanging rods to position AC-PSP so it fits flush with the hood. 

8. Caulk the seams between the hood(s) and the AC-PSP assembly, as well as between adjacent 
AC-PSP assemblies (if applicable) after the hood(s) and hood accessories have been installed. 

AC-PSP Installation  

 
Figure 13A 

AC-PSP Installation 

 
Figure 13B 
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Wrapper (Enclosure Panel) Installation  

 
1. Unpack the wrapper panels from the shipping container, being very careful not to dent or scratch 

the panels.  NOTE: Report any damage to the delivering freight carrier and file a claim if 
appropriate. 

2. Locate one of the side wrapper panels and position it on the hood so that the 1/2ò flange on the 
bottom of the panel slips underneath the side channel on top of the hood. See Figure 14A:  
Wrapper Detail.  NOTE: A notch will have to be cut on the wrapper flange using shears (tin 
snips) where interference occurs, where applicable. See Figure 14B: Top Hood Seam Detail. 

3. Press fit panel into place until wrapper face is flush with hood face.  Screw or pop-rivet wrapper to 
the side channel and wall. See Figure 14C: Wrapper Detail and Rear Wall Attachment. 

4. Locate front wrapper panel.  Position its lower 1/2ò flange under front channel on hood and slide 
panel into position, so that the end of front panel is behind the 90 degree bend of the side panel.  
See Figure 14D: Front Corner Assembly.  Once in place, press fit the lower flange of the front 
panel into the front channel in order to have wrapper face flush with the front of the hood.  Screw 
or pop-rivet bottom of front panel to the front channel. 

5. Drill appropriate holes and rivet front to side wrapper panel. See Figure 14D:  Front Corner 
Assembly. 

6. If multiple panels are used, a stainless trim piece will be provided to attach multiple panels 
together (i.e. hood is side to side, hood is back to back to another, or the wrapper length exceeds 
16 feet).  Attach the panels by slipping them behind the stainless trim and fastening with screws 
or rivets. See Figure 15. NOTE:  Trim will have to be cut to fit.  In most instances, trim should 
extend from bottom of hood to top of wrapper panel. 

7. Locate the other side panel.  Repeat steps 2 and 3.  Attach to front wrapper panel as instructed in 
step 4.  NOTE: In most instances where hood is located against a side wall, fasten the front 
wrapper panel to the wall. See Figure 14E:  Side Wall Attachment. 

8. Caulk all gaps and seams after the hood(s) and hood accessories have been installed. 
 

Wrapper Detail 

 

 
Figure 14A 
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Top Hood Seam Detail (Not on all models) 

 

 
Figure 14B 

Rear Wall Attachment 

 

 
Figure 14C 

 






























